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Does the Does the
equipment contain hazardous gas
aninternal ignition g require IIC For further

source? apparatus? information
please refer
to standard
|EC60079-14
Electrical
installations
in hazardous
areas (other
than mines).

What Zone
is the equipment
installed in?

Use certified Is the volume
Ex dcable gland 8 ot 3 of the enclosure
with sealing ring >2dm3?

Use certified
Ex d bartier gland
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